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REMOVE WASTE AND WATER TO BELOW FLOOR. REPAIR
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. REMOVE SINK/LAV & ALL ASSOCIATED TRIM. REMOVE
WASTE AND WATER TO BELOW FLOOR. REPAIR FLOOR
PENETRATIONS. REMOVE VENT TO ABOVE CEILING.

. REMOVE FLOOR DRAIN AND ASSOCIATED VENT RISER.
REPAIR FLOOR PENETRATIONS.

@ REMOVE 3/4” EXPOSED INSTRUMENT AIR TO CLEANING
EQUIPMENT. DISCONNECT FROM EQUIPMENT.

(08) TEMPORARY LOCATION OF (2) CAVIWAVES AND (1) SONIC
CLEANER. PROVIDE TEMPORARY COMPRESSED AIR AND
- WATER CONNECTIONS FROM EXISTING ROUGH—INS.
C ] ] T MODIFY DRAINS AS REQUIRED TO OFFSET TO EXISTING
an u FLOOR- SINK. WHEN NEW SERVICES ARE IN_PLACE,
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. REMOVE ROOF DRAIN.

@ REMOVE AND RELOCATE 4" VENT THROUGH ROOF. VENT
SERVING LAB TO REMAIN ACTIVE THROUGHOUT PHASE
1A/1B CONSTRUCTION.

. REMOVE SCUPPER DRAIN AT ROOF PARAPET AND PIPING
TO OVERHANG.

. REMOVE ABANDONED REFRIGERANT LINES THROUGH ROOF.
LEAVE FLOOR SINK IN PLACE TO SERVE CAVIWAVES AND
SONIC CLEANER IN TEMPORARY LOCATION. REMOVE
FLOOR SINK AND VENT AFTER EQUIPMENT HAS BEEN
LOCATED TO FINAL PERMANENT LOCATION.
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Oozmc_n._.>._._OZ
— 11
1. CONSTRUCTION SHALL BE COMPLETED IN PHASES TO
ALLOW FOR UNINTERRUPTED USE OF HOSPITAL
FACILITIES. REFER TO ARCHITECTURAL PHASING PLAN.
CONSTRUCTION PHASE 1A AND 1B SHALL BE COMPLETE
PRIOR TO BEGINNING OF PHASE 2A AND 2B
CONSTRUCTION.

2. ALL WORK m_umio_u_._._oz AND zm<<w ABOVE
CEILING IN OCCUPIED AREAS SHALL OCCUR BETWEEN
8:00 PM AND 5:00 AM. ALL CEILING TILES MUST BE
REPLACED AT END OF WORK SHIFT.

3. ALL SERVICES AND UTILITIES SHALL BE FULLY
OPERATIONAL AT END OF WORK SHIFT. SCHEDULE
DEMOLITION AND NEW CONSTRUCTION ACCORDINGLY.
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